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INTRODUCTION

The purpose of this guide is to provide architects tional and instructional purposes, also are shown
and engineers with procedures and standards for in c::pplement A. Condensed analysis forms are
(1) evaluating the fallout shelter potential of in supplement E.
existing structures, and (2) modifying structures Explanation of the various symbols used is given
from the standpoint of radiation shieldinig and in the shielding analysis outlines, parts 2, 3, and 4,
habitability to improve their wnrth as fallout supplement A.
shelters. These same procedures and standards Six charts in supplement B are used in making
may be used for preliminary design to incorporate shielding calculations.
shelter into new structures. The methods of evaluating radiation protection

The standards suggested in this guide are not used in this guide were developed from radiation
meant to ebviate the sound prnfessional judgment penetration studies sponsored by the Office or
that individual cases will require. However, it 1, Civil and Defense Mobilization and the Depart-

-important. when considering fallout shelter stand- ment of Defense since 1956 at the National
ards to keep in mind that vurrival is the paramount Bnreau of Stan(!,trds of the Department of Corn-
issue and that comfort is secondary. Therefore, merce. The Atomic Energy Commission co-
engineering practices that have been proved operated with OCDM in testing the theories
sound for peacetime purposes may be somewhat developed from these studies. In addition, mem-
unrealistic if followed to the letter in designing bers of a subcommittee on radiation shielding of
fallout protection. For example, local building the Committee on Civil Defense, National
codes and zoning regtdations may require over- Academy of Sciences, aided in the developrnnt of
design of shelters as far as survival requirements
are concerned. In such cases, exceptions to the procedures described in this guide.

local regulations should be sought. Architects and engineers, to whom this guide is
Emphasis in this gulide is on proc:'dures for addressed, should also read the first publication in

collecting, analyzing, and summarizing informa- this 00DM series, NP-0-I, Fallout Skf~tr
tion on potential shelter areas. A suggested Data Surveys: Guidefor Fxeeuties. NP-10-1 provides
Collection Formi and a Data Summary Form are background guidance for the executive--in govern-
shown in supplement. A. Detailed analysis pro- ment, industry, or other large facility- responsible
cedural forms, intended primarily for informa- for pltnning and directing a fallout shelter survey.

i.



I. SHIELDING FUNDAMENTALS

FALLOUT time between tie arrival of fallout and the
cessation of deposition may be a matter of hours.

The detonation of a nuclear weapon near the The distribution of fallout over large regions,
grudcauses large quantities of earth and and possible coverage of much of the Nation, is !

debris to be forced up inti) the fireball and the discussed in the first publication of this OCDM
resulting mushroom-shaped cloud--a cloud which series, NP-IO-I, Fallout Shelter Surreys: Guide
may reach an altitude of 15 miles or more before jor Exectdives.
leveling off. The earth and debris particles in In this guide, attention is given to the dis-
tine cloud vary in size from fine powder to large tribution of fallout particles around and on
grains, and it, is these partiles which act as the specific types of structures. It is probable that
sources of radiation that can damage living cells. flat, builtup roofs with parapet walls would'

Most of tie particles fall back to the earth's collect and retain more fallout than other roof
surface within 2 days-"arly fallout"-but some types; and that smooth, sloping roofs without.
remain aloft far longer-"delayed fallout." (See dormers or monitors would collect and retain
fig. 1.) In a nuclear attack the immediate and the least. However, in the case of sloping roofs,
most serious danger would be from early fallout, fallout may collect in tha eavestroughs and re-
Therefore, tho term. fallout as used in this manual main for some time. Effects of wind, rain, and
refers to early fallout only. snow on fallout dopositioa on various roof types

Signifleant amounts of fallout do not arrive are only qualitatively known. Therefore, except
outside the ,last area earlier than about one-half for special conditions indicated in part I of
hour after an explosion. From then on, it begins this guide, "Shielding Cakulations," fallout will be
to cover an increasingly large area and may assumed to cover roof surfaces uniformly-
eventually blanket thousands of square miles. according to their horizontal projections (fig. 2).
At any given location, however, the elapsed Further, it will be assumed that no significant

amounts of fallout enter the structure itself.
Fallout deposition in the area around a struc-

ture may be of equal or greater importance than
that on the structure itself. Among the factors
affecting local distribution of fallout around a
Kstructure are the type, and relative location and

.. 1  height, of noarby buildings; position oi the
"...s"r :u. trcture relative to geographic features, such as

hills, depressions, and bodies of water; and the

nature of surrounding surfaces and grounds,
such as paved or unpaved, wooded or cleared.
The effects of the more important factors will be
discussed in part II of this guide. In general, it
will be assumed that fallout covers the area sur-
rounding the structure uniformly.

Once fallout is on the ground it may be further
redistributed by the action of wind, rain, and

__________snow. This is termed "weathering." The effects
of weathering are so variable and complex they

FinuaE .- Formation of fallout, will not be considered in this guide.
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FiouRs 3.-Acute effects of gamma radiation.
Early fallout particles arc generally assunmed

to be mostly within a range of 50 to 500 microns after a nuclear explosion, measurements taken i
in size. an area where fallout is no longer accumulating

Three different kinds of radiation are associ- o t ground indicate a dose rate of 50 roent-
,,ted with fallout-- alpha and beta particles, and gens per hour (r/br). Assuming no weathering
gahiia rilys. Radioactive materials that give off" effects, the dose rate 18 hours later (21 hours
alpha and beta particles may be dangerous if they after the explosion) would be 5 r/hr. (The quo-
are ingested through contaminated food, water, tient of th elapsed time ratio (21/3) is 7, an

or air. but front the shelter standpoint they pre- the prediete, (lose rate, 5 r/hr, is ) 0th the
ct no prollem. Alpha particles cannot pne- e-hour (lose rate.)

trate the external layer of skin, and beta particles Gamma radiation striking a bmrrier can be (1)
vaiinot penetrate heavy clothing. However, alsorbed by tile barrier, (2) scattered within the
flamma rays, like X-rays, are highly pemlraling, barrier, or (3) passed through the barrier un-
and can cause serious danilge to living tissue. (.hanged in direction. (See fig. 4.) What, hap-
The primary aim of fallout shter is to proridr a pens in any given case is largely determnined by
.Ai hid ayainst gammna radiation. the thickness of the barrier ani tile penetrating

power of tile radiation. See page 4 for a
FALLOUT GAMMA RADIATION discussion of "Barrier Effects." A

The penetrating power of gamma radiation is
Exposure doses of fallout gammnai radiation, are related to its energy. A conivenient unit of meas-

measured in units called roentgeins (r). Indica- tire for this energy is "Mev" (million electron
tions of the physiological effects of various aeute volts). Generally, the higher the energy of gamma
exposure (loses are given in figure 3. radiation striking a barrier, tihe thicker the bar-

The radioactivity of fallout decreases with r.er must be to reduce the amount of radiation
timc-rather rapidly at first, but more slowly as passing through it by a given factor. For exam-
time passes. A convenient rule to remember for pe, 12 inches of concrete is required to reduce
this decay process is that for every sevenfold gamnmn, radiation of 11 Mev by a factor of 100; 15
increase in time after detonation, the dose rate inches if the energy is 1 Mev; and about 20
dereases byi a factor of 10. For example, 3 hours inches if the energy is 2 Mev.

2



UWE# location compared to the amount it would receiveif it were unprotected. For convenience of cal-
culation, the reciprocal of the protection factor,
called the "reduction factor," is used. Reduction
factors, expressed as decimals, can be added when A

tADIAT9 () 4 conining the effects of fallout on the roof over
SO t "the detector (roof contribution) and fallout on

.). ( ! ./ <the ground surrounding the detector (ground con-
tribution). For example, the roof contribution

.. AIMED at a given detector position may be 0.015, and
" "// the ground contribution at this point 0.010. The
.. / // sun) of these, 0.025, would be the total reduction
Kfactor. The protection factor in tiq case would

{',.. N d he the reciprocal of 0.025, or 40.
-/ .Table I relates shelter categories to correspond-

• *" ing protection factors. It is intended to provide

TABLE I.-- Description of shelter categories

/ 4. Shelter Protection
rate- factor ' Common exmnples 2FgoryI.';unRv 4.-Gamma radiation paths.

A-.-- 1,000 or OCDM underground shelters.
(ainma radiation from fallout consists of many greater. Subbasements of multistory build-ings.

energy omponents. These may vary tip to about Underground Installations (mines,3 Mev. All of the charts in this guide take into tunnels, etc.).
associated B 250 to OCDM basement fallout sheltersconsideration the spectrum of energies a,000. (heavy masonry residenes).

with fission products about 1 hour after an as- Basements (without exposed walls)
teof multistory buildings.suled detonattion. The net penetrating effect of Central areas of upper floors (ex-

this spectrum of energy is roughly equivalent to eluding top 3 floors) of high-rise
that of cobalt-60, for which the average energy is building with heavy floors and

boout 1 M . C-. 50to 250._ OCDM basement fallout shelters(frame and brick veneer resi-
dences).

SHIELDING TERMINOLOGY Central areas of basements (with
partially exposed walls) of multi-
story buildings.

Protection from the effects of fallout gamma Central areas of upper floors (ex-cluding top floor) of multistoryradiation may be achieved in two ways. One buildings with heavy floors and
method is to place a barrier )etween the fallout exterior walls.

dThis is termed "barrier D - 10 to 50....- Basements (without exposed walls)field [ the individutal. Tisis"baof small 1- or 2-story buildings.
shielding." The second method is to increase the Central areas of upper floors (ex-c-luding top -loor) o muti-torydistance of the individual from the falout field uldings With lgt floorssndex-

and/or reduce the extent of the fallout field con- terior walls.
This is terne2 to 10 Basements (partially expoeed) oftrihuting to the individual's dose, small 1- or 2-story buildings."geometry shielding." Central areas on ground floors inIn most analyses it is necessary to consider the 1- or 2-story buildings with heavyo nmasonry wails.

effects of both barrier and geometry shielding. F -- 2 or less....- Aboveground areas of light real-
This is termed "combined shielding." dential strctures.

The location of the position in the structure to I This term expresses the relative reduction in the
Ie analyzed for shelter is termed the "detector amount of radiation that would be received by a personor simply the "detector." in a protected location, compared to the amount he wouldposition" oreceive if he were unprotected.

The term "protection factor" expresses the rel- I These examples refer to isolated structures.
ative reduction in the amount of radiation that & For the purposes of this example, "high-rise" buildin 9

are those greater than about 10 stories; multistory buill I
would be received by a detector in a protected ings are those from 3 up to about 10 stories. A

3



(1) a general idea of the rdl*ive amounts of pro- 4%

tection offered by VUrIM1on typts of buildings, and FALLOUT ON BARRIER
(2) a preliriiniay ,stinate of potential shelter ((AS[ 1)

areas for survey programing pu-poses. These pro-
tection factors may be conservative in many cases .

*: since they are based on isolated structures. For
example, n the case of a building surrounded by
taller buildings, the protection factor might be '
increased sufficiently to raise it to a higher cate-
gory. In any case, on-site examination and prac-
tical judgment must be used before a protection i
factor is assigned to any given structure.

BARRIER EFFECTS

If a shield is placed between a radiation source
and a detector, there will be a reduction in the FALLOUT ADJACENT TO VERTIL BARRIEO
detector reading. it is convenient to evaluate the IWE 2)

a ttenuation of a given shield 1y its "mass thick-
ness," which is expressed as the weight, in pounds
per square 'oot (psf), of a solid barrier. A table
of mass thicknesses for various common building
materials is presented as supplement C. It may
be assumed that the wcights given for the various Fell o
types of roof, floor, and wall construcion, as found .
in standard engineering tables, are equivalent tothe mass, thickness of the construction.' ~ . ,

When analyzing the shielding effectiveness of a
given barrier, it is essential to consider the relative
positions of the barrier, the contamination, and FALLOUT ADJACENT TO HORIZONTAL BARRIER
the detector. For simplicity, this guide considers (CAR( 3)

three cases, as follows:
1. In ca"e 1 (fig. 5) the fallout is deposited on Finuna 5.-Barrier shielding effects.

top of the barrier and the detector is located
immediately under the barrier This i3 termed mass thickness for the three cases cited above.

"fallout on a barrier." (See also examples 1, 2, and 3 for chart 1, p. 32.)
2. In case 2 (fig. 5) the barrier is perpendicular

to the contaminated plane, which is located on GEOMETRY EFFECTS
one side of the barric only, and the detector is
located 3 feet above the contaminated plane on The concepts involved in geometry shielding
the opposite side of the barrier. This is termed may be visualized by considering a cleared circular
"fallout adjacent to a vertical barrier." area in a smooth contaminated plane, with a

3. In case 3 (fig. 5) the contamination and the detector located over its center (fig. Oa). The dose
barrier lie in the same plane. tlowever, the fall- rate measured at the detector will decrease as the
out surrounds the barrier and does not lie directly size of the cleared area increases. Likewise, as the
on it. The detector is located just tinder the detector is raised vertically above the center of the
barrier. This is termed "failout adjacent to a cleared area, the (lose rate decreases.
horizontal barrier." If, as in figure 6b, the contamination covers the

Chart 1 2 shows how reductiov factors vary with circular area and the rest of the area is clear, the

IA conv'enint refrrnee I Ah'mu sD aPei L*si in R'd ndhi, ,.d, oh., lose rate would decrease as the detector is raised
. du , (A 5s-if. (published by' At' rTlcn ,ianda,,t Amwislin, or lowered vertically from the center of the
lnW ., - EwI Wh Rt., New York 17. Y.: Price $1.50.

, "Bur-v b04, 4 :atect." (0" r 4 u7. .B.) contaminated circle.

4 W I



T6 k. .W., u .1.'k.V-d wtot-tft . - aWWTwo examples may be given fromt thes4e general-

a 1. First, if two buildings arc of the same livght,
Q:WCOMNVWMM FCTCS Hand Ainiilar construction, but of different area, the
CIOUO (N1UiJ11N FATIA 14(lose rate measured at the center of the pround

floor would lbe less in tlhe larger building, provided
------....,the contaminntion of the roof is not considered.

Thius, the larger the area of a structure, the less
the ground contribution at the center of the grcundl
floor.

2. lin the second example, if two buildings are

vu S.u 6A '-- M.-.1.96 .4 " dww.of equal area and similar construction, but differ
Th. . ... t~d~ * ~ ~ ~ ~"in height, the (lose rate mneasuredl at the center of

~ 4~*~* W .t. t6~ 5r"~ ieskIm's dO.dv the ground floor would be less for the higher
building~ j", Contani..ioi, Zhc ground
is not considlered. Thus, the higher the structure,

-~ the less the roof contribution at the center of the
ground floor.

The interrelationship of barrier and geometry
RMF OMWT fACOISshielding may be seen in the fact that in both of

the above cases the mass thicknesses of the walls,.
1 wkE 0G.- cwoinetrv shieIldig efets. flooT-, etc., also affect the (lose rate Pt the detector.
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II. SHIELDING CALCULATIONS

ROOF CONTRIBUTION . A,_

As stated earlier (p. 1), for the purposes of ,
this guide, fallout is generally assumed to cover
roof surfaces uniformly-according to their hori- i.
zontal projections (fig. 2). _

In a building that has relatively thin interior A, .'
wall partitions (XI less than about 20 psf), only 0,.W0 I*

three factors are necessary to determine the corn-
bined shielding effects for the roof contribution [ _ [
(fig. 7a). First, it is necessary to know the total - \ if
mass thickness (X.) of the roof and all the floors a ,.,. --
between the contamination and the detector; sec- A.

end, the total area of the roof (A,) over the detec- K4 4
• tor; and third, the distance from the detector to X,

the roof.' The combined shielding effect for the
roof contribution, expressed as a reduction factor, - x* -
is found from chart 2. 4 (See example I for chart 2, b c v- w--,
p. 34.)

When interior wall partitions are relatively thick
(X, greater than about 60 pef), the actual area
of the roof contamination contributing to the J8
detector is that enclosed by the interior walls (fig.
7b). In finding the reduction factor from chart 2,
the central roof area (A.) is used instead of total EO.RE,,...onti-.,. ...
roof area (Ar). (See example 2 for chart 2, p. 34.)

For buildings (fig. 7c) with interior wall parti-
tions of intermediate thicknesses (X, 20 to 60 S. The total roof contribution is the sum of
psf), the contribution from the central roof area items I and 4.
and the contribution from the remainder of the
roof must be added.' This is done as follows: Skyshine Contribution

1. Calculate the contribution from the central "Skyshie'"-an effect produced by scattering
roof area. of radiatior, by the air-is another factor that

2. Calculate the contribution from the total ofritirbyhea-sanhrfcorhtshould be ,-nsidered in relation to roof contribu-
roof area, but use as a mass thickness the total tion The ,,fleet is roughly analogous to the "sky
overhead mass thickness (X.) and that of the glow" ca"-co by scattering of light over cities on
interior wll (XI).

3. Repeat calculation 2, but use the central misty nights.

roof area (A,) instead of the total roof area (A,). To account for skyshine, use is made of tat,le

4.o Bysutratinteadg the lt of alatn 3 CF-2 (p. 44). As will be noted, if X. is very

4.By subtracting the result f calculation 3 large, the skyshine contribution is negligible.
fom that of 2, thc roof contribution from outside (See example 4 for chart 2, p. 34.)
thcentr ara tEven if a roof is decontaminated, either by

y or tvn.Ir ,..at 2 p. , an~e, the detector i t. bdo, the weathering or by a washdown system, skyshine

Wfer Coharttd th e I.nz E f.ctedhRoofi"trnth might still be a factor to be considered.
-R!d."itton Fawtnr for Cott bind 8hieldin Effects: Roof Contrtbu- For skyshine correction to roof contribution-

ti 3hn." , P. . with comparisons for a contaminated and a



dccontaminated roof--see table CF-2 in supple- Note that for very small areas (less than 100
imert B (p. 44). Also see examples 4 and 5 for sq. ft.) geometry effects are no longer important,

chart 2 (p. 34). and the curve for wall barriers (case 2, chart 1),
may be used to obtain the reduction factor directly.

GROUND CONTRIBUTION
GROUND CONTRIBUTION

(Aboveground Areas) ( l g d Areas)

ladiation from the ground surrounding a build- I
ing must reach the detector inside by penetrating In basement areas with virtually none of their
walls, windows, and doors. (See fig. 8.) Gener- walls exposed above grade (fig. 9), the only radia-
ally, a distinction is made between the radiation tion reaching a detector from ground contamina-
passing through walls and that passing through tion would be that scattered by the walls on the
apvrtures. The latter case is discussed under ground floor, or skyshine through openings in these
Apertures, p)age 8. walls. All of this radiation must pass through

the floor slab located immediately above the
K F1004 (AMi TMs FLOWS M basement.

II o a" 401 Pal (I ft. 0m 0d)

AA

- - - A - -. . . . ... ... -. .. . u-,4 r n st m

--...-ll l.--lI - mu

I~ou , Fousr- 9.-Ground contribution (belowground areas).

For the simplest case, with windowless walls ong d o, a g i h-Ground contribution (abovegroud reduction

factor for radiation scattered into a detector at
In a windowless structure, radiation reaches the the center of a basement, 5 feet below the ground

detector both directly and by scattering from floor slab. To account for the mass thickness of
within the walls. These barrier effects are the overhead floor slab, X , it is necessary to
accounted for in the wall mass thickness (X.) multiply the reduction factor from chart 4 by the
factor in chart 3. The geometry effects are one obtained from the case 3 curve in chart 1.
related to the cleared area around the detector, (See examples 1, 2, and 3 for chart 4, p. 38.)
which is given as the ordinate on this same chart. Exposed portions of basement walls are com-
(See example I for chart 3, p. 36.) If the building puted as aboveground areas and adjusted by
has no interior partitions, the wall mass thickness the percentage exposed. This adjusted ground
(X.) equals the exterior wall mass thickness (X.); contribution is added to ground contribution as
however, when interior partitions exist, the wall calculated with the assumption of no exposed walls.
imass thickness used as the abscissa in chart 3 When making the exposed-wall calculation from
should be the sum of the exterior and interior chart 3, the mass thickness of the basement wall,
wails, i.e., X,=X.+Xt. (See example 2 for X., is used in lieu of X.. (See example 4 for chart
chart 3, p. 30.) 4, p. 38.) Partitions in the basement are added

i 0 "ton F.wtcrl for Comibined Shielding 'ffe"t: Oround Contribu. I "Reductlon FPtog ot Combind s ieding KIfeel. Omund Contaw .

Stk-.bovTound Aras." (See p. V7. mipp. 1.) tion--elowpouud Arain." (Sn p. 3k mp. B.)

7



to tho bascincnt wall, and this total initss thickness culatcd by applying a height correction (chart rp 0)
is the Xb to 1b0 used in chart 3. to the reduction factor for ground contribution

To simplify belowground calculations, use is as calculated with tl-o asstuription that the floor
imade of an "adjusted" ntass thickness for the wall under consideration is a ground floor. (See
on the ground floor, Xw'. nhis is mierelY the examplo I for chart 5, p. 40.)
preduct of the mnass thickness of the groundI floor Discretion must bn used when selecting the
wall and( the percentage of wall without apertuires. appropriate height of the detector above the con-
For vxtiiiple, if X. equals 60 psf andl Windows taniination, becau .; t;i _ent roofs can complicate
cover 25 percent of the wall area, the proportion matters (fijg. l0b PAd c). The shielding effects of
of wall without apertures would be 75 percent andl adjacent buildings inw~it also be conkidlered (fig.
X,' would equal 60 pst timecs 0.75, or 45 psf. This IlOC).
last number would be the one to use in making
the bvlowground calculation fromn chlart 4. (See MUTUAL SHIELDING
exaniple 2 for chart 4, p. 38.)

Adjacent buildings may effectively reduce the
HEIGHT EFFECTS amount of radliation reaching a detector fr-om

ground contamination (fig. 10b and c). To ac-
Upper floors of mnultistory buildingS inay oiler coutit for this, a correction factor is applied to the

substantial shielding and shouild be considered for ground contribution. This factor is a function
chb'ter areas. (See fig. 10.) An indication of time of the width of the contaminated strip sur-
protection efforded by such pin area can be cal- rounding the shelter area. The value of the

PN so factor inax be obtained from table CF-3, page 44t.
(See exaimiple 2 for chart 6, p. 42.)

00 APERTURES

Condensed shielding calculations are mnade wvith
a detector located at the center of a floor area.
In these cases, aperture computations are of two

wa 10 'A 0%
types: tlme for a detector located above sill level

______4_ andl those for a dletector located below (fig. 11 Ia).
Iii either case, tho calculation for ground com-

- - -- --trmlbution is mnade on the assumption that the ex-
H -*.terior wall has no mass thickness (X.=X.=0 psf);

* N N or whmen appropriate, the windows are assumed to
be shielded by the interior partitions (X.=XI) and

- the applicable aperture correction from table

I, to Ub(~ CF-, page 44, is applied to the value obtained
from chart .3. Further adjustment is made for

- Crach (ALim, Imf (M) the actual percentage of openings in the wall.
-- .- (See example 3 for chart 3, p. 36.)
4 , 9, 'A Note that table CF-I is divided into a "thick

floor" ea.se and a "thin floor" case. With thick
- ~floors, it is assunie1 that no radiation from below

reaches the detector. With thin floors, some of
the radiation passing through the windows of the
story below may reach the detector, because thin
floors provide virtually no shielding (fig. 8).

06 4 ----- 4- For practical purposes, a floor of mass thickness
%V greater than 40 psf may be assumed to be "thick",
(~bs K~imI ,~d ~ nii~qand less than that, "thin". Normally, this means

(sueNt"" (AAS*ent she* (a")______

FMou mnt 10. - Height and mutunl~bieldhng effects. I'Shidlding Etfecl3 of llgbt."' t8fe p. 41, supp. B.)
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PERIMETER RATIO

-- tf .4.,. ,an ,k Reduction factors for ground contribution may
1 *a 4&0" be calculated on a wall-by-wall basis, providing

adjustments are made for the relative length of
thc sides. In general, the ground contribution is

lk_ '"es /w"% calculated as if all the walls of a building are of
.............. SAk/ the qarne construction as the wall under consider-

........ ation. The final reduction factor from this
a computation is multiplied by the perimeter ratio

of this wall. The perimeter ratio for a given wall
is the quotient of its length and the total perim-
eter of the building. (See fig. 12.)

t A

A. I . , t

im 64(A) K "5~d CM Gim)

h.1kC6)X Wo X

.A Wk -W. f+

Ficunt; I 1.--Anerture contribution.

that concrete floor slahs are considered to be thick
floors and wooden floors are considered to be thin.

An illustration of an aperture calculation is given

Many large buildings, which are otherwise 0 ,ll I
rather massive, have windows extending entirely "
across one wall (fig. lib). To determine the re-
duction factor at a given distance from an aper- FiOuzE 12--Perimeter effects.

Cure that extends virtually to the ground, use chart
t. It is necessary to know only the length of the To find the total reduction factor for ground
aperture and the distance from it. (See examples contribution, it is necessary to add the contribu-
I and 2 for chart 6, p. 42.) Chart 6 should be tion from each wall. The wall-by-wall shielding
used only when considering areas on the ground analysis forms on pages 51 and 52 provide space
floor, for calculations for a building in which each of

To calculate the ground contribution through four walls have different shielding characteristics.
apertures in a basement wall, it is necessary either (Note: The sum of all the perimeter ratios is 1.0.)
to as3ume that (1) the exposure is large enough Care must be taken in applying the perimeter
to warrant a separate "aboveground" calculation ratio technique to irregularly shaped buildings.
or (2) the exposure is small enough to follow the Small irregularities generally can be overlooked,
"belowground" analysis. In general, a basement but simple adjustments are sometimes necesnary,
wall exposure of up to about 3 feet can be reason- as in figure 12a.
ably calculated using the belowground analysis. Major irregularities, as exemplified by buildings

of T, U, L, or H design, require handling of each
S , .. ,tio, Facton for Apertuo Grond FMur.* (Scp., rp. n.) wing as a separate building.

9
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I. SPACE AND VENTILATION

GENERAL AREA AND VOLUME
!-REQUIREMENTS

Although a potential shelter area may provide
excellent shielding from fallout radiation, its worth The term "capacity", as used in shelter surveys,
as a shelter is limited if it, is poorly ventilated, refers to the number of persons that can be ac-
deficient in sanitary facilities, or too small for the commodated in a shelter.
number of occupants. Sanitation is discussed in Assuming dual-purpose usage, capacity may be
connection with water supplies, in part IV of this estimated by allowing approximately 15 sq. ft. of
,uide gross floor area per shelter occupant. Gross floor

araincludes such items as columns, fixed equip-
Another limiting factor on capacity of a shelter arailuesuhtmsscomnfedqip

area is the anticipated length of stay. meat, and storage space for shelter supplies. The

Because fallout decays rapidly (uring the first minimum net floor area allowance per person is 10 J

few days after the explosion (p. 2), this would be sq. ft. except when using the core shelter principle.
In that case, the net area may be reduced to 8 sq.

the critical period of shelter occupancy. In view ft. per person for short-term occupancy.
of this, there are many structures that lend them- Optimum use of shelter requires detailed plan-
selves to a "core" concept (fig. 13). The "core"sheler areltiwq smll reawitha hgh ro- ning. Table 2 is designed to aid in this planning.
shelter 6~ a relatively small area with a high pro-
tection factor, surrounded by or adjacent to a TABLE 2. - Factors for shelter capacity planning
larger area that has a lower protection factor.
During the critical period of stay-time, occupants Activity Floor space Remarks
would remain in the "core" shelter, with minimum, required
or "survival", space and ventilation. Later, the
larger shelter area, with better living conditions, ,q. ft.
coul be used. Sleeping in cots - 30 ... Includes aisle space.

Sleeping ill doubh 15... Includes aisle space.
bunks.

Sleeping in triple 10 . Includes aisle space.
bunks.'

Sitting- -- - -.------ -8_ . Includes aisle space.
Walking ----------------------- Usme aisle space.
Storage --------- --2---------- Includes space for

Fixed eqlipment.-. As required. food, bunks, etc.

1 " " = ' i Specialty cous 1trctc emvrgey bunks.
'5'" In general, it may be assumed that at any given

time one-half of the occupants are in bunks and
the other half are sitting, standing, or walking.
When evaluating or designing shelters based on
the "core" concept, it may be desirable to consider
all occupants as sitting, and therefore allocate
8 sq. ft. per person.

Shelter capacity or occupancy time may be
limited by the volume of the room and not by
its area. This is particularly true if mechanical

l'v;unr 13.--"Core" concept, ventilation is inadequate. For rough estimating, -
4W



each dhelter occupant should be allowed at least 4. The installation of equipment for the artificial
, .500 cu, ft., where no mec'hanical ventilation is cooling of air for shelter purposes only should be'." available. This would permit shelter occupancy avoided if possible.

for about a (lay before conditions become intoler- 5. A heating system generally is not essential. *
able. In many cases, however, interior stair- Use of blankets, heavy clothing, etc., for warmth
wells, shafts, and ducts would create enough usually will suffice when outside air temperatures
natural ventilation to extend stay-time markedly. are low.

VENTILATION REQUIREMENTS TABLE 3.-Relation oJ space requiremerda toVEN~LATIN RE UIRE ENTSventilation

The basic requirement for a shelter ventilation Volume of space
system i! that it provide a safe and tolerable Rate of air change (minutes) I required per
environment for a specified shelter occupancy person

time. In areas of very light fallout, occupancy
time may be as little as one day. In areas of 1,0oo - .------------------------- Cu.
heavy fallout, it may be is much as 2 weeks or 600 -------------------------------- 450

400 --------------------------------- 40more, but occupants probably could spend some 200 -------------------------------- 300
time outside the shelter after the first few days. 100 --------------------------------- 200

60 --------------------------------- 150The following are important considerations in 35 ------------------------------- 100
the ventilation of shelters: 22 --------------------------------

I. Oxygen supply is generally not a criticud -

factor. Carbon dioxide is. The carbon dioxide I Computed as the ratio, Net volume of space (eu. ft.)
concentration should not exceed 3 percent by Fresh air supply (cfm)
volume, and preferably should be maintained EXAMPLE for table 3, "Relation of Space Requirements
bIlow 2 percent by volume. Three cfm per to Ventilation"
person of fresh air will maintain acceptable Given:

A potential shelter area with clear floor dimensions of(oncenitrations of both oxygen and carbon dioxide. 60 by 90 ft., and a ceiling height of 10 ft.
2. A combination of high temperature and high Find:

humidity in a shelter may be hazardous. An 1. The capacity: based upon adequate ventilation (3
effective temperature of 850 F. should not be efm or more of fresh air per person), at least 15 sq. ft.
exceeded, of floor area per person, and at least 65 cu. ft. of spaceper person.

3. If recommended sanitation and ventilationprpesn 2. The capacity: based upon no ventil-.lon (0 ein or
standards are followed, odors within a shelter less of fresh air per person) and 500 cu. ft. of space
should not be unacceptable under the short-term per person.
energency situation. 3. The capacity: based upon ventilation with 270 im

Based upon the above factors, the following of fresh air supplied by a blower.
Solution:

minimum standards for ventilation may be used 1. Floor area-60X0 -5,400 sq. ft.
as guidance in making shelter surveys and for Volumef-i5,400X 10=54,000 cu. ft.
preliminary design purposes: C . =4 0 proCapacity -TS -36$0 persons

1. If no mechanical ventilation is available, a 15 -

net volume of 500 cu. ft. per person may be used 5400 or

for estimating shelter capacity. Capacity= "- -830 persons
03

2. If mechanical ventilation is used, at least (The smaller capacity, 360 persons, governs.)
3 cfm of fresh air per person should be provided 2. Volume-54,000 cu. ft.
to permit full shelter occupancy. If there is no Capacity 5 4 '10 ogpersons
provision for cooling the air, provision should be 3. Volume, -

3.VlmV -54,000 cui. ft.
made for increasing the fresh air supply during Fresh air, Q-270 efm
hot or humid weather. V

3. If equipment is available for mechanical Ratio, jQ-200 min. for ai change

ventilation at rates of less than 3 cfm of fresh air From table 3, when V-200, the required space per
per person, with occupancy estimated on the basis person-300 cu. ft.
of flor area, the net volume of space required per
person may be determined from table 3. 300 - ps4;1

I



FILTER REQUIREMENTS micron sizes of particles are not required for fallout
~~shelter . _

Weatherproof air intakes should be provided If filtera or plenum chambers where radioactive
[ out rain and fallout particles. For home sheltersfor thevntilation systems of all shelters to kep prila orcmuater r adact e to

with hand-operated blowers, a simple hooded in- shelter *rea, they should be shielded. The fol-

take is considered sufficient. For larger shelters, lowing is a guide for sizing the filter shields, which

however, fresh-air intake velocities of mezhanical may be walls, or floors above or below the filter.

ventilation systems may be high enough to drew .au M. O. .... OW)
fallout particles into the shelters. Therefore, good 100 40- 60
quality commercial air filters should be installed. 1,000 80-120
High-efficiency filters that would remove sub- 10,000 160-240

1A
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IV. WATER SUPPLY AND SANITATION

GENERAL ination. Use of water from these sources may be
dangerous for drinking, but not dangerom for sach

As in the case of space and ventilation, shelter uses as washing or flushing.
occupancy time is an important factor in water To determine the overall water supply available
supply and sanitary requirements. However, a to a shelter area, both outside sources and those
distinction should be made between occupancy within the building should be considered. A most
time within the designated shelter area and within desirable type of outside source would be a large
the building itself. (See discussion of the "core" covered water tower or reservoir which is con-
concept on page 10.) nected to the building by a gravity piping system.

This means that water sources and sanitary fa- To determine actually how much water would be
cilities available to the entire building-both in- available to a given shelter area, a general analysis
side and outside the main shelter area-should be must be made of all potential users that would be
considered in evaluating a structure for shelter, dependent upon this outside source during an

emergency.
WATER SUPPLY REQUIREMENTS In larger buildings, water in hot water tanks,

fire reserve tanks, house storage tanks, or in the
A supply of potable water is essential. At least piping systems, may be a good resource. How-

one-half gallon per day must be readily available ever, water from each source should be checked to
to each occupant. In addition, it is highly desir- see if it is potable. In residences, hot water tanks
able to have another one-half gallon of water per are excellent sources of potable water; and if
(lay per person for hygienic purposes. ample warning is received, bathtubs and sinks

Of the available water supply, at least 1 gallon could be filled before the arrival of fallout.
per person should be stored inside the shelter (e.g.,
100 gallons for a 100-person shelter). A storage SANITARY REQUIREMENTS
tank connected to an existing waterline in regular
use would insure that the stored water would be Because of the confined and crowded living con-
fcesh when needed. ditions that sheltering might require, sanitation

A reliable well in or adjacent to the shelter area could be a major problem.
is the best source of supply. However, if it can be Personal cleanliness would have to be encour-
assumed that the normal public water supply will aged. Metal or plastic hand basins, with buckets
be available under war-emergency conditions, con- for water distribution, would be adequate.
sideration may be given to its use. Before relying In family shelters, human waste may be dis-
on this source for drinking water, it should be posed of through use of newspapers, plastic bags,
ascertaincd that the water would be uncontami- or other disposable containers. These would then
nated and that the treatment and pumping plant be deposited in tightly covered containers. A
would be in operation. This requires fallout shel- suitable type of chemical toilet may also be used.
ter for the operators and an auxiliary power source In the larger group shelters, regular or austere
if there is likelihood that normal power would be flush-type toilets, or chemical toilets, should be
disrupted. If the public water supply is from available on the basis of 1 per 70 occupants.
wells, there would be less danger of contamination Half of these may be outside the shelter area if
by radioactive particles, readily available in other parts of the building.

Colloidal and soluble radioactive isotopes could A suggestion for austere demountable manual
be hazardous if sufficient quantities of fallout flush-type toilet facilities is the use of long, wall-
contaminate a water source. Exposed surface hung galvanized sheet metal urinals, and long,
sources such as reservoirs of public water systems wall-hung and leg-supported galvanized sheet3 are the most vulnerable to this type of contam- metal toilets with smooth board edge seats. The

iU



urinals and toilets should be provided with outlets In-shelter storage of wastes would take up
designed for quick coupling to Y's and traps in the valuable space. Therefore, for long stay-tilnC-
soil stacks. Water supply should be available at installation of sewage pumps or ejectors sL. dd be
the flushing end of the urinals and toilets. Tapped considered-for use with either chemical or flush-
wal knrts and bolts should be provided for quick type toilets.
fastening of the urinals and toilets. Fixtures of Trash and garbage should not be allowed to
this type would be stored in a manner similar to accu"l'late. While inside the shelter, it should be
that for bunks and bedding, for installation imme- kept in tightly covered containers; and it should
ditely upon occupation of the area for shelter be deposited outside the shelter area as often as
purposes. necessary.

UI



V. POWER SUPPLY AND OTHER FACTORS

ELECTRIC POWER limited to the lighting and ventilation loads, or to
REQUIREMENTS the lighting load alone, if such a calculated risk is

acceptable. j
In all but family and small group shelters, elec-

ine power will be needed to operate motors and to ENTIL NCES AND EXITS
provide light. The greatest load probably would
be for the ventilation system. If a special emer- Entrances, exits, and other openings can
gency ventilation system is installed, fan motor markedly affect shelter category and capacity-
power requirements may be kept to a minimum, for example, large garage-type doors in the base- .*
In many cases, it may be more desirable to modify ment walls of many commercial buildings. Doors
an existing ventilation system. In this case, the of this type, used for belowground shipping service
minimum power requirement must be determined and parking areas, have low mass thicknesses and
by the size of the existing fan motors. This may are in exposed positions. This can result in a low
be far more than the basic emergency system protection factor for basement areas where the
requirements. factor might otherwise be high.

Other electrical motors that may be required Baffle walls can be used to shield entryways
for larger group shelters include those for a water and other openings (fig. 14). In any given
well pump and a sewage ejector pump. instance the baffle wall should be of a mas thick-

Lighting is not a critical factor in electrical ness that will provide the category of protection
power requirements. A minimum illumination desired for the shelter. In most cases this mass
level of only 5 foot-candles should be sufficient for thickness should be equivalent to X. or X,
most of the shelter area. Higher levels may be whichever is appropriate. Exceptions to this will
needed in "activity" areas, but power required for be those cases where the mass thickness of X.
light should still constitute only a small part of or Xb is extremely high (e.g., a granite wall 3 feet
the total electric load. thick).

The best source of emergency electric power is In some cases, stairwells entering shelter areas
an engine-generator set with an adequate supply have open sides and it may be necessary to provide
of fuel-preferably a 2-week supply. The relrtive shielding walls to enclose them. In general, the
merits of gasoline, diesel, and liquefied petroleum mass thickness of these walls need not be greater
ges engines should be carefully considered. Initial than 100 psf.
cost is important, but so are local code require- Accessibility may affect fill-time of a shelter.
ments, ease of maintenance, dependability, safety As an example, the basements of some large build-
of operution, and storage characteristics of fuels. ings may in themselves have high calacity. How-

The capacity of emergency engine-generator ever, these same areas may be served chiefly by
sets may range from 1 to 10 kilowatts per 100 elevators and may have only one or two narrow
shelter occupants, depending upon lighting and stairways for entry. In an emergency, the ele.
equipment requirements, and dependability of out- vators may not function, and fill-time would be
side power. Normally, the requirement would be lengthened appreciably.
in the lower half of this rane.

If the power station has fallout protection, and Local fire codes may be useful in determining
operational plans provide for the continued oper- cessibility and fill-time. In regard to these two
tion of the station under fallout conditions, it may factors, however, it should be kept in mind that a
be arsumed that electric power would be avail- heavy concentration of fallout is not likely to
able. Under such circumstances the capacity of occur immediately following the explosion of a
the shelter emergency generator set may be nuclear weapon some distav-z away.



HAZARDS explosives, or highly combustible materials such
Sa p&as, varnishes, and cleaning fluids; oe ex-

Sometimes ares that offer good protection from as pigtage equipmeni,, posed high-voltage equipment.
radiation are used for storage of dangerous ma- the amount of dangerous material in storage
terials or have other dangerous conditions. is small and readily movable, or the hazard can

Architects and engineers should carefully con- be isolated, the capacity rating of the shelter
sider all types of hazards before designating ares should not be affected.
as suitable for use as shelters. Local fire codes should be consulted to determine

Some of the hazards to look for are storage of which materials are hazardous.
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VI. COMMUNITY SURVEY PROCEDURES
Adlinistrative information on programing and The survey director will need to determine the

planning a community fallout shelter survey, and probable cost of t.e survey; the time, skills, and
general guidancce on making the survey, is pre- manpov,'er -equired; the best available sources of
scnted in the first of this OCDM series, NP-10-1, informatioi,, ai d t!-, type of task force organiza-
Fal!,ot ,Shelter Suryx: Guide or [frecutve*s. tion best suited to the local situation. Following

As point(-d out in that guide, tile overall man- are some guidelines concerning these factors:
agtpnent of a community shelter survey is the 1. From experience on pilot surveys, an esti-
responsibility of the chief executive of tile corn- mate of cost may be obtained by multiplying the
Inunily or his designee, such Ps his civil defense peak population of an area by 10 cents, multiply-

director. llow-ver, a professional architect or ing the number of individual structures in the area
engineer, preferably from local government, should by 50 cents, and taking the higher of these two
direct the detrils of the actual survey, on a figures as the estimate.
full-time basis. 2. Generally three-fourths of the total estimat~d

It is important that tile survey director thor- cost may be allocated for salaries. Sufficient
oughly understand the nature of fallout radiation personnel should then be obtained to complete
and how shielding factors relate to the problem. the project in the shortest period of time con-
This, and an efficient survey organization, will sistent with the available manpower.
help keep survey costs at a minimum. Other 3. Personnel with the required skills, such as
factors that will help keep costs down are: Corn- engineers, inspectors, computers, draftsmen, and
plete, up-to-date, and readily available local clerks, are usually available within local govern-
records on existing buildings; and a cooperative ment. Such personnel may often be obtained on
spirit within local government, among civic a loan basis to establish a short-term task force
associations, and on the part of the public, to conduct the fallout shelter survey. This staff

Good public relations is essential to a successful might be augmented by temporary personnel
survey. This point ehould be emphasized to all obtaind through established iocal civil service
those who take part in the work. Another thing rosters. Local government may also be able to
to remember is that the survey will be news. It provide office space, equipment, and 'urnishings,
is important that the survey director and the local and administrative, accounting, and printing or
chief executive who is administering the project other reproduction services. Use of regular per-
be in agreement on procedures for keeping local sonnel, facilities, and services of local government
news media fully informed on the purpose of the has other important advantages; for example,
survey, on progress, and on results. indoctrination and retention of "know-how"

The survey director should be thoroughly within the local government organization.
familiar with the objectives of the survey and 4. Before extensive field work is started, a
the benefits to be expected. He should know check should be made for pertinent records and
that fallout shelter surveys implement the Na- other informational sources of local government,
tional Poi,', on Sh'lers," and broaden the base business, an.d industry. Table 4 lists some of the
of information used to make policy decisions at more important of these sources.
local, State, and national level. Locally, this 5. The type of organization to be used in any
information is a prerequisite to: A shelter utiliza- given survey is largely dependent upon the size
tion program, a shelter improvement program, or and nature of the area to be surveyed, the man-
a shelter construction program. Such information power available, and the method of collecting and
is useful also in progressive city planning. recording pertinent data.

Engineers and inspectors should be trained in4 . tSAnn ounced€ May 7, 19A, by Leo A. nloth. Drtor, OeDM, at the

dietlon of the nr,',l the methods and techniques to be used in the

17



-TAMniA 4. - -Swircex itf injorynation u.qefuI injftlout she'lter sUMveys?

Sources Remark*

FPublicasionu, ria ps, and pholos

Operational Survival Plans ------ ------------ These plans have been comnpleted for every State in the United States
atnd contain much useful information for 8hel ter surveys.

Sanborn maps ---------------- -- ----------- rhlese maps can be ootained for almost every urban area in the United
States with a population of 2,000 or more. They ahow location anti

~--------------------------onsrucionc aactrisiesf eery building in a given area. In-
formation on basements, type ofoccupancy, etc., is includled.

Hureu o Cosuspubicatoni --------- Statistical abstracts, county adcity data books, etc., contain detailed
population information.

Topographic adgeologic mnaps ardair photos- Location of un~derground installations such as mines, tunnels, caves,
etc.

goeenm gme'l Officts

B~uilding Department--.-.- Plans may be on 'tie for each public building and most private buildings.
Tax Amnssor's Offie----- --------- Records may give summaries of construction type, size, and location of

all types of buildings.
Planning Commission ----------------------- Land-use maps, population studies, --id general information on buiilding

types for certain ares may be available.
Department of Education -- ----------------- Information on schools, including student populations and possibly

building plans.
Police and Fire Dmpartments ------------- Location s id pos Ably building plans of all c-tations in the arms.
Department of Public Health --- -------- _-----Location ant! possibly building plans of medical facilities in the area.

lirWae buaswejiee and asaociaiona

Electric power, telephone, and gaA compan~ies- Ltication and possibly building plans of their office buildings, 'enerating
stations, etc.

Chamber of( Comimerce-- Local'-n and description of commercial and industrial establishmrents.
Architects, engineers, and building conitr. Mtors As-built drawings of biidings designed by their firms.
Building materials suppllaerm Information on materials used in local building construction.
Trade associations- - -- _- ------------------ Information on buildings constructed using their products.
Individual building owners or manager?- ks-built drawings and up-to-date information on alterations.

particular survey area before field opet-.tions are may be so similar that on analytsis of one could
undertaken. These personnel should be given a reasonably be assumed to apply to all.
abort cour-se on geiieral use of this giude, and ,he A cruising (windshield) survey team is a driv-er
should practive by makitir sample calcula ' nh and an inspector. As they go down a street, time
onl tlir' vorioui t-pms of dwellings and( other struc- inspector looks at the various dwellings and otmi,'rs

tures oomynon to the particular area uinder con- on previously preparc-1 dlata sheets his estimates
ai& '~tiom. of the shelter category arid capacity, accoril~iig to

DATA COLLECTION street address. V isual inspection In tis mannc-
is sufficient to classify' each dwfilling. Often a

Whnere accurate arid complete data is available cruising team can readlily designate an entire
from -Aisting records such as may be foundi in a slab-on-grade subdivision as "F" category for
t.ix ssewsorys office, or from sources sucL. "as- shelter purpos -'a.
built" plans or SanO~rn maps, it may be possible Where records are not available, up-to-date, or
(,) have cleral personnel or draftsmen transfer reliable, inspectors would then make on-site in-
or oopy this information onto thie data collection spetions to obtain the basic data required to

..,m. (See part 1, oupp. A.) analyze the major structures.
In moat metropolitan areas, the abo ie procedure In any case, it usually is necessary to survey

imould be confined to strmcttrts other than dwell- each major structure individually. This is be-
inp, because the category of dwellings usually can' cause of structural comple,-ties, and because thme
be deiermined in cruising (windshield) surveys, best of plans will not show theo disposition and

In this type of -urvcy, a preliminary analysis cani nature of many items, suchi as equipment, stored
be made of the various tvpes of dwellings in the goods, and f urnituWre; no: do they usually indicate
entire survey -r-a to determine which dwellings the state of repair or other factors that may have
may be considered typical of each clasm. For a marked effect on twe area's worth as shelter, or
example, every residence in a given subdtivision on the cost of improvemont.



Field pei-ionnel should carry identity cards and the possible habitability improvements (ventila-
explanatory letters signed by an executive of the tion, sanitation, and water suppliers) that could
local government. The letters should introduce be made at reasonable cost to increnqe the number
the bearer, briefly explain the purpose of his work, of shelter spaces; and (5) estimate the total cost.
and urge cooperation on the part of building Comprehensive step-by-step shielding analysis
owners or tenants. procedures are outlined in supplement A for

If an inspector finds no one available to admit three general cases; that is, Roof Contribution
him to a building, he should leave a "call-back" (part 2), Ground Contribution-Ahoveground 4
card. The card should give the inspector's name Areas (part 3), and Ground Contribution-
and survey office address and telephone number, Belowground Areas (part 4). Roof and ground
tell the purpose of the visit, and ask that the contributions are eombined in a separate outline
inspector be called to arrange a convenient time (part 5), which also compares existing and modified
for his return. protection factors. These shielding analysis

For shelter survey purposes, "districts" should outlines are intended for instructional purposes. [
be chosen to coincide with well-established areas To facilitate the survey analysis procedure.
such as census tracts, political precincts, or land- several steps have been combined and the outlines
use areas as determined by local planning simplified so that aboveground or bulowground .
commissions, areas may be analyzed on a single page.

Several engineer-inspector teams may be as- For community fallout shelter surveys, sinee- I
signed to one supervising engineer to do a partic- family residences and one-story buildings with
ular district of a city or to specialize by type of light interior partitions should be analyzed
structre, such as public, commercial, or industrial through use of the "condensed" forms shown in
buildings. There will be fewer correlation prob- parts 1 and 2 of supplement E. For analysis
lerns if aasignments are made by districts, of other structures, the comprehensive wall-

Critical structures, such as electric power by-wall procedures shown in parts 3 and 4 of sup-
stations and waterworks, should be analyzed plement E should be used. Many structures
first to determine whether or not they may be have several potential shelter areas. Becanse
operable in a war emergency. Special attention each area may have a different protection factor,
should be given to public structures, such as each should be analyzed separately. I
schools, hospitals, and government buildings. A summary form for recording the results of an
These structures usually are strategically located analysis is presented as part 6 of supplement A.
in respect to population distribution, and often After an architect, engineer, or inspector has
offer good shelter areas, analyzed a few structures, he will find that once

Information obtained on individual structures the "input" data is assembled, even a complex
should be entered on the fallout shelter survey structure can be analyzed in a short time.
data collection form. (See part 1, supp. A.) Charts I through 6 and tables of correction

The latest available data on the population and factors are provided in supplement B for use in
its distribution may be obtained from updated shielding analysis. For reference, a "Brief Table
census data which should be available from either of Mass Thickliesseb" is included as supple-
the Bureau of the Cenus, the local Chamber of ment C.
Commerce, or some other reliable source. For planning purposes in shelter surveys,

shelter habitability standards may be based on a

DATA ANALYSIS maximum floor-space requirement of 15 sq. ft.
per person, and a maximum shelter-occupancy

The data and information collected in fallout time of 2 weeks."' It may be assumed that bas-
shelter surveys is used to (1) analyze each structure ment windows of dwellings would be filled in
and determine the existing protection afforded by the occupants with readily available materials.
(protection factor and category) against fallout Analysis of the ventilation problem should be
radiation; (2) determine the number of persons confined initially to a comparison of the capacity
that can be sheltered in a structure; (3) estimate of the existing equipment, if any, and the number
the possible shielding improvements that could of persons this equipment can accommodate.
be made at reasonable cost to belowground areas
to raise the category of protection; (4) estimate ,See m . 1, "'W'Aum VQ% i" p. IL
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Pile. surveyn indicate that $25 per occupant of 4. Increase mass thickness of wall construction.
Luproved shelter may be used in estimating the 5. Increase mass thickness of roof construction.
cost of habitability imnproveznnta-ventilation, 6. Increase mass thickness of floor construction.
canitation, water supply, and power supply-in 7. Reduce exposure of basement wall.
order to develop the full shelter capacity. A 8. Shield ifiter room or plenum chamber. (See
more detailed cost aflysis should be made when p. 12.)

g u mprwements are actually contemplated.RPO T
St ndard items selected for shielding improve-

men x should be costed according to local prices The following outline may be useful in preparing
mzr mnaterials and labor. Ea le ofhs the final fallout shelter survey report:
sadard items are shown in figure 14. 1. Deueriptioii ^f -w~rvey area.

2. Procedures used in the survey.
3. Summary of survey results.
4. Discussion of survey results.
5. Conclusions and recommendations.
The detailed tabulation sheets and supple-

mentary maps should be included as appendixes
or as companion publications.

Because of the voluminous nature of the collated
- - shelter survey. information, concise methods of

-a presentation must be used. (See fig. 15.) One
I&M51 WK " A method is a three-part sequence of symbols that

denote shelter category, shelter capacity, and cost

D " iS SWLUOSTC

SMELTERt SPACES FOUND IN SHELTER CATEGORIES

MWAM % A~~- c ~Ti
-- j -ifb !6901. 3611 776

C 9 2.9 21210 23 4
TD 315 S Zi U6 20 ~

6- _;w.R

MM iss- Taboba of Sutvsv Ofid

i 1n at fh o rm p iati

Finuzz 14.-Exarnplq- of shielding Improvement.I

Following are some of the things that can be
done to improve shielding.

i. Block-in windows or raise sill level. ftAMNOI

2. Cover areaway..
a. Erect baffle wall at entrances wrd exits.

(N or.--4, 5, and 8 are generally not ft alble for above-
ground arewa) Piouas l5.-anple data records.

20



* F"
per person for required imiprovements. Shelter te cost of improvements (exclusive of supplies)catrgory letter symbols are given in table 1, and may be reported using the symbols given In table 5.

TA L E5.-C~t smblsfr itporeid f he~re As an example, in the concise, three-part
'PAJi~: .-- (~n~ sybos fr mprrereit o seltr. presentation "C75b... ".C" denotes shelter cate-

Ystimste "t gory (with a protection factor of 60 to 260); "76"00
S4ynitx ers1ol~ indicates a shelter capacity of 75 persons; and

ocpat "b" relates to a p .er capita cost estimate of $25 to
IDoltars $60 for improvement of category, habitability, or

.... -------------- Lewi thatt25. both.
1-- ------- ------------- ---..25 to 50. .1

c--- --- ----------------------- 50 to 75. These same symbols may also be used for enty
ft------ ------------------------- 75 to 100.ofdtonablin etsrmp................... More thantOo aa ntbltinsetso.as



FALLOUT SHELTER SURVEY SUPPLEMENT AV
(panti)

DATA COLLECTION FORM'

(1) Survey No. (2) By (3) Date_______

(4) Location ___________________________________________

(5) Description of surroundings

(6) Description of structure:

a. General dimensions ___ __________ b. Number of floors__________

c. Floor heights d. Sill heights

e. Basement floor level __ ___________ f. Ground floor level__________

g. % basement wall exposed Ii. % areaways

(7) Structural information: Aperture.

a. Roof _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _

b. Grndloor_ _ _ _ _ _ _ %_

c. Higher floors__________________

d. Exterior walls__ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _

e. Interior walls__ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _

f. Basement walls

(8) Nonstructural information:

a. Occupancy Business hours ________ Other times

b. Entrances, exits ______________ c. Ventilation

d. Sanitation _________________ e. Water supply

f. Power supply g. Hazards_________

(9) Adaptability for fallout shelter __________________________________

(10) Remarks ___________________________________

Sw Pad I-A. 1.1ow5tI. Lw frobuctiom on 61111V Out hs im.

Preceding Page Blank
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SUPPLEMENT A
(Pat l-A)

Instructions for Completing the Fallout Shelter Survey Data Coliection Form

1. Appropriate file number. This may be keyed to shelter district number, census tract number, etc.
2. Name of inspector.
3. Date data was collected.
4. Street address and shelter district, or name of subdivision, tract, precinct, etc.
5. Land use (industrial, commercial, residential, etc.). Height and general description of adjacent

buildings; e.g., four-story brick loft building and two-story brick residence. In urban areas, include
distances to adjacent buildings.

6a. Overall length, width, and height; L-shaped, T-shaped, U-shaped, etc. Make sketch on graph
paper on reverse side of Data Collection Form.

6b. SAlf-explanatory.
6c. Give basement floor height as, e.g., B31% ft.; ground floor height as, e.g., G15 ft.; and upper floor

heights as, e.g., U9% ft.
Gd. ,Self-explanatory.
6e. Distance from basement floor to average ground line outside (level lot). Distance from base-

mcnt floor to highest and lowest ground line (sloping lot).
6f. Distance from ground floor to average ground line outside.
6g. Estimate percent of basement wall above grade.
6h. Estimate percent of basement wall in areaways.
7a. State type of roof construction and estimate percent of roof area with skylights, hatches, etc.
71 and 7c. State type of floor eonstruction and estimate percent of floor area with stairwells, elevator

shafts, etc.
7d. 7e, and 7f. State type of wall construction and estimate percent of wall area with windows,

doors, or duct openings.
8a. After "Occupancy" state whether residential, commercial, industrial, storage, public building,

etc. After "Business hours," state number of employees and transients normally in building.
After "Other times," state number of employees and transients in building after the normal business
hours of the community.

sb, 8c, 8d, 8e, 8f, and 8g. To explain these conditions, use the graph paper on reverse side of the Data
Collection Form for notes and sketches.

9. Indicate area(s) in building with fallout shelter potential.
10. Sources of information may be noted here.

NOTE.-Photographs mav be useful in Identifying a particular problem or structure. Attach to form.

I v'. Part 1. I x Jvdh'lg.
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SUPPLEMENT A FALLOUT SHELTER SURVEY
(Pant 2)

Shielding Analysis Outline

ROOF CONTRIBUTION-

(1) Total roof area, A ------------------------------------------

(2) Central roof area, A. ---------------------------------------

(3) Distance, roof to detector, Z-----------------------------------

(4) Distance correction factor, K (chart 2) ------------------------

(5) Adjusted total area, A'=ArXK -----------------------------

(6) Adjusted central area, A=A.XK ---------------------------

(7) Total overhead mass thickness, X. .............................
(8) Interior wall mas thickness, X, - - - - - - - - - - - - - - - - - - - - - - - - - - - - -_

(9) Combined overhead mas thickness, X.=X +X.--------------

(10)1, Chart 2, [(S) or (6)) and (7) --------------------------------.....

(11) Chart 2, (5) and (9) -----------------------------------------

(12) C hart 2, (6) and (9) ------------------------------------------

(13) Subtract (12) from (i1 ) ------------------------------------ --

(14) Roof contribution, (10)+ (13) ----------------------------------

(15) Skyshine correction (table CF-2, p. 44) -------------------------

(16) Total roof contribution (14)X(15)----------------------------

Wben Xi Is s than 2) p1 UN Items (a) dd (7); and deIete aIpm (It), (. , 03). W ere X Is ee 0 p m Items (6) =d (7); and dclets
spt (II), (12), and (II). When X, Ip Veter than 20 plt, bat l than W pt, an items (6) and (7); and iw compt atej (1I), (12). and (18).
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FALLOUT SHELTER SURVEY SUPPLEMENT A
(Part 3)

Shielding Analysis Outline

GROUND CONTRIBUTION

(Aboveground Areas)

(1) G round floor area, A, ..........................................

(2) Exterior wall mass thickness, X. --------------------------------

(3) Interior wall mass thickness, X,_ -- --- -- -- --- -- - -- --

(4) Total wall mass thickness, X.=X.+X .------------------------

(5) Percent apertures in wall, Ap% --------------------------------

(6) Percent of wall which is solid, 100-Ap% ........

(7) Apnrture correction (table CF-1, p. 44)_

[ (8) Height of detector above contamination, H ..................

(9) Height correction: H. (chart 5, p. 41) ---------------------------

(10) Width of ontaminated plane, W .............................

4 > (11) Mutual shielding correction: M. (table CF-3, p. 44) --------------

(12) Perimeter, P=2 (W+L) ------------------------------------

(13) Length of wall, W or L ---------------------------------------

(14) Perimeter ratio, P,=W/P or L/P..................--------------

(15) Chart 3, (1) and (4)__-------_ --------

(16) Chart 3, (1) and (3) ----------------

(17) (15)X (0) ...... ............................................

(18) (16)X (5)X (7) ---------------------------------------------- __

(19) Uncorrected ground contribution [(17)+(18)1 or (15) -------------

(20) Corrected ground contribution (19) X (9) X (11) X (14)

iX



SU]PPLEMENT A FALLOUT SHELTER SURVEY

Shilding Analysis Outline

GROUND CONTRIBUTION

M(elowground Areas)

(i) G round floor area, A ----------------- .........................

(2) Ground floor exterior wall mass thickness, X. ....................

(3) Percent apertures in ground floor wall, Ap% ---------------------

(4) Adjusted wall mans thickness, X; =X.X (100%-Ap%) ------------

(5) Immediate overhead mas thickness, X ........................

(6) Basement wail man thickness, Xb ----------------------------

(7) Percent of basement wall exposed, Ex%_-----------------------

(8) W idth of contaminated plane, W ........ ......................

(9) Mutual shielding correction: M. (table CF-3, p. 44) --------------

(10) Perimeter, P=2 (W+L) ------------------------------------

(11) Length of w all, W or I ........................................

(12) Perimeter ratio, P,=W /P or L/P -------------------------------

(13) Chart 4, (1) and (4)---------------_

(14) Chart 1, case 3, (5) -----------------
(15) Ground contribution through overhead, (13)X(14)__-

(16) Chart 3, (1) and (6) ------------ "_--

(17) Ground contribution through basement walls, (16)X (7) ------------

(18) Uncorrected grou:,d contribution (15)+(17) ---------------------

(19) Corrected ground contribution, (18) X (9) X (12) -
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FALLOUT SHELTER SURVEY SUPPLEMNT A

(Part 5)

Shielding Analysis Outline

SUMMARY'

E~zistng Structure

(1) Total roof contribution---- -- -----------------------------

* (2) Total grournd contribution ---- ---- ---- --- ---- ---- ---- ---

(3) Total reduction factor, (1)±(2)- ----- - ------ ----

(4) Protection factor, reciprocal of (3) --------------- --------------

(5) Category (table 1, p.3). --- --- --- --- --- --- --- --- --- ---

A'fodsied Structure

(i) Total roof contribution - - -- - -- - - - -- - - - -- -

(2) Total ground contribution----------------- -------------------- ____________

(3) Total reduction factor, (l)+(2) ------------ ------ - - ---- ___________

(4) Protection factor, reciprocal of (3)------------- -- - - - - --- ___________

(5) Category (table 1, p. 3)-----------

Summary of modifications-

29
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FALLOUT SHELTER SURVEY SUPPLEMENT A
4~.(part )

DATA SUMMARY FORM

(1) Survey No. (2) By (3) On

(5) Description of shelter area:

a. Location within building

b. General dimensions ________________________________

c. Space use ______________________________________

d. Unimproved shelter area:' Category Capacity

e. Improved shelter area: Category Capacity

(G) Required improvements: Item

a. Shielding----------------------

b. Entrancts exit----------------

c. Ventilation---------------------

d. Sanitation---------------------

e. Water supply-------------------

1, . Power supply-------------------
g. Storage------------------------

Ii. Miscellaneous------------------

i. T otal cost - - - - - - - - - - - - - - - - - - - - - - - - - - - - - -

1'7) U-nit costs:

a.. Cost per occupant (shielding) ------------------------
b). Cos~t per occupant (habitability)----------------------
c. Cost per occupant (total) ---------------------------

(8) Shelter area symbol-----------------------------------

i tsy-time geerafy lmited by habitabl~ty rcquiremmlt.

Preceding Page Blank 31
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SUPPLEMENT B 40,

Exampk" for Chart 1, "Barrier Shielding Effects"

1. From the standpoint of roof -ontarninatien, when A' is very large (greater than 5,0 sq. ft.), atid/or
X, is very itrge, geometry shielding effects rire unimportant. In these situationln, reduction fac -r'
for roof contributon can be taken directly from the curve for case 1.

Erample: If total overhead mass thickneqs (X,)-300 psf, then r

Roof onibution 0.(0019

2. From the standpoint of grouned contamination, when Ar is very small (lets than 100 q. ft.), geometry
shielding effects are urimportant. In these situations, rluction faetorm for ground contribution ,i1
be taken directlv from the curve for case 2.

Famle: If wall maw thicknes, (X.)=--60 psf, then
Ground contribution=O. 22

3. The curve for e 3 iF used in conjunction with chart 4, page 39, to determine grou:nd contrbutioi

into basement areas.

Ewrampl,: From chart 4, a value of 0.03 has been determined as the ground contribution int - a bns,-
ment area with a "weightless" floor overhlead. If the actual floor slab has XQ,=40 psf,
then the Prduction factor derived from the overhead slab is 0.14, and
Ground "cintribution=0.03X0.14=0.0042
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SUPPLEMENT R

Examipes for Charr, 2, 'Roof Contribution" 1. 9

;.1 For buildings vith "t.hin" i-'trior partiLions (Xj is less than 20 pso), use adjusted tota roof area,
A' and X', which equals the sum of the :r-of and floor slabs between the dtoector and the roof con-
tamination.

Eompie: Detector at cente of 2nd floor of 5-atory building with
A,=5,000 of, Z-35 ft,, and X,=10 psf.
For Z.35 ft., k=0.082; and At' 5,OOGXO.082 410 d
X,= 30 psf (roof) + 3 X 50 psi (floor siabs) = 180 psf
Roof eontributon (.A410 af and X,= 180 p' f)=0. 0024

2. For buildings with "thick" interior partitions (XI ia greater than 60 psI), use adjusted central roof
ar, A in lieu of A'
&Evampe: Data same as above, except A.=2,000 of and XJ=70 pof.

A;=2,OOOXO.082= 164 of
Roof contribution = , 64 of and X,= 180 psI) =0. 0016

3. For buildings with interior partitions of X1=20 psi to 60 psf, tLh roof mutribtiuon from oQuide the
central area must be added to he roof contribution from inside the central area

~ZtmpJ4: Data iame as for example 2 above, except X,=it, psf.
Then Xe 180 pef-40 ps1 = 220 paf
Reduction factor (A;4i1 af and X.-220 pef) =0.0010
Reduction factor (A.-=164 of and X.= 220 pa1) =0. 0008
Roof contribution from outside central area =0. 0002
Roof contribution from inside central area =0. 001
ToWa roof contribution =0. 0018

4. In preliminary design of shelter in individial structures, skywhme contribution should be osidered,
as in examples a aud b, below.
Fxompi: &. Data same as for example 3 above.

Toa roof ooitribution (xcluding akyahine) e0. 0018

Total roof contribution (including skyshine)=0.O18X1.01-0.00182 or =0. 0018

Nov.: The value 1.01 in from table C1 -2, page 44.

&ample: b. Data same as for example I above, 3zcept assume detector is am fifth floor: that is, Z 6 ft,
(K=2.8) and X.=30 pef
At= 5,000X2,8= 14,OCO of
Roof contribution (including skyshine) = 0.15X 1.11 =0. 16

No-rz: The value 0.15 is from chart 2; and the value 1.AI from table CF-2, page 44.

5. When it can be assuxnod that contamination is completely removed from the roof, only skyshino
need be considered &I roof contribution.

Ezample: Same data as for example 4b above, except 3ntamination is oompletcly removed from roof.
Roof contribution Iiky~hine only) =0. 15XO.1 I =0. 016

NOTN: The value 0.11 ias from table CF-2, page 44,

I Cht I loe".
2 S "Val 4Bkft~ A nb6k Wo,~tw Roof ConUlbOUaa' (P. W'.
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SUPPLEMENT B

Lamples for Chart 3, "Ground Contribution- 4bovegrounJ Area" '

1. For brl;dinp with 0% apertures or 100% aperture&, ody the area of the building, A. and the wall

man thickness, X, (= X,), rsd he known to determine ground contribution at cente" of first floor.

Ewmp: a. A,=5000 s! X,=X,=6O psf Ap%=0%
Ground oontribution=0. 096

b. A,-500O Sf X,,= X.= 3 psi Ap%= 100%
Ground contribution=0. 39

Norm: For convenience, window glas is often aumed to have X -0 pef.

For buildings with interior partitions, X ,=X+X.s should be used for the will mass thickess.

&aafnple a. A.= 5000t f X'=C'O psif XI=20 psi Ap% O%
Then X.=-60 psf +20 pef=80 psf
Ground oontribution=O. 060

b, A=5M000 Sf XI=3 psf X,=20 psIf Ap% 100%
Then X,=3 psf+20 p.1=23 psf
Ground oontribution=0. 22

3. For bui.4iiip l:th intennediate values of Ap%, the contribution through the solid ;,)rtion of the

will is added to the ontribution through tdi apertures.

&ammide: Sum data" for exaraple 2above,e'xceptAp%=25%.
C,,atribution through Apertures= 0.25 X 0.22 =0. 055
Contribution thru.gh solid portion of wall-

(.OX- 0.25)XO.060 ='. 045

Oround oontribtion 0. 10

No'rr: Exatuph 3 above amumm the deteetor i. above si11 level. Tharefore, the sporturs correction i 1.0 for

the rst flow. So table CF-1, page 44,a asnedtpl 2 for hrt 6 page 40.

Bee '5!lIrkf Arm"~ 0.55tw. Omund Cownhtbut~ (Abe."Wmaend Anws)' r. 3n
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SUIPLEMWENT B
(prim 4)

Examples for Chr et 4, "Ground (Contribution -Dekwgound Area""

1. For buildinp with Ap%=0% on the firat floor, use the total flor area, A,, and the maws thickness of
the w*U, X, (=X.), U, determine the ground contribution at the centr of a basement which is
entirely Weow grAe (Fx%=A--f%) and has a vr-y light floor overhead (X>=0 b4

Elvampla: A,=5000 pgl X'=X'==60 pal X. = 0 pal
Apll/%0% Ex%==0%r
Ground ontribution '- 0.034

2. For buildinp, with apertures in the wall of the first floor, use an adjusted wall masw thickness,

EFsample: Same data w~ for ex&Tnple I above, except Ap %=25%.
X,'= (I00%,- 25 %) Y,60 pef =4,5 pet
Ground contributLion=- 0.045

3. TCo account for the shiehing afforded by the floor over the basment, use case 3, chart I (p. 33).

F.2.xmple: Same data an for example 2 above, ex~cept X,-40~ pef.
Grouud oontributio-i=0.045 XO0.4=0.0063

4. To account for baementa that, have wills partially POove grade, assume Ex=%and find gro'.1nd
contribution. Assume Ex%=:100% and find grouid contribution. Then add to the gioundcon.
"i.bution for Ex%/00% the ground contribution through the exposked portion of the wall.

&omple: Same data as for example 3 above, except Ex% ')20%/1 and X.--60 Ps"'.
Ground oontribution (Ex % -0%/) 0 = 6
Ground oontribution (E%~IC!% )X200/ -0 096 Y0.2 - 0.019

Total ground oontribution =-0 025

Ihu: The valup 0.06 ExM '% in from example 3 above. The valm~ 0.090 (Lzx %-100%) in from example
la for chart 3 (p. 36).

'be SIh-)ft Awtk7va O'~tib, 01~m Coub4ntaim tN~ovwom Amw.-.Y' 35).
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SUPPLEMENT B
(part 5)

Examples for Chart S, "Shielding Edects of Height" '

I.- In upper stories of buildings, the ground contribution is decreased by the effect of height. For con-
v'enience, an area is calculated as if it were on the ground floor, and then adjusted by a height correc-
tion factor, He.

K~mmplr: Assume same data as in example la for chart 3, except the shelter area is located on the
fifth floor of the building; i.e., the detector is about 55 feet above the ground.
Then from chart 5, H.= 0.48, and
Ground contribution = 0.0961 XO.48 =0.046

Norx: The value 0.0 in. from example I a for chart 3, which is for a windowless building.

2. To correct for apertures, use table ('F-I, page 44.

Prample: Same data as for example 1 above, except Ap%=25% (floors are "thick").
Ground contribution through apertures (detector above sill level) =0.30 X0.48X0.25
XO.4=0.019

Ground contribution through apertures (detector below sill level) =0.39X0.48 XO.25
XO.2i=0.0094

Nora9: The value 0.39 is from example lb for chart 3. The values 0.4 and 0.2 are from table CF-1, page 44. To
obtain the total ground contribution, the contribution through solid portion of wall should be added to contribution
through aperture. (8ee example 3 for chart 3. p. 36.)

Chat A @Dlbws.
3W* "Shirlj~s Analy" Outline, Ground Contributloa (Abovwround Arew)" (p. 27).
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SUPPL! ENT B
(Part 6)

AV

iExannTm for Chart 6, "Reduction Factors for Apertures, Ground Floor"'

1. O.n the ground floor of a multistory building surcounded on three sides by other buildings and with
the remaining wall covered by windows, the reduction factor from ground contribution decreases as
distance from the aperture increases.

Fcampl: Length of aperture, L=50 ft.
Ground contribution (detector 20 ft. from aperture)=0.19+

or, 0.20

Ground contribution (detector 60 ft. from aperture)= 0.06

2. Building-. acro A the street provide 3oome shielding. To account for this, use table CF-3, page 44.

Example: Same data as for example I above, except there are commerciai buildings across the street,
which is 100 ft. wide.
Ground contribution (detector 20 ft. from aperture) =0.20X0.4=0.08

Ground contribution (detector 60 ft. from aperture) =0.06X0.4=0.024

NOTE: The v~lue 0.4 (W. =100 ft.) from table CF-3, page 44.

43
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SUPPLEMENT B

1art 7)

TABLES OF CORRECTION FACTORS

TABLE CF-I .- Aperture correction to ground contribution'

Thick floors Thin floors

Floor No. (X fea then 40 Jx (K kes hdmJ40pef)

Above sill Below sill Above sill Below sill

1 1.0 0.2 1.0 0.2
2 7 2 1.0 .7
3 .6 .2 1.0 .6
4 5 .2 1.0 .5
5 4 2 1.0 .4
6 3 .2 1.0 .3
6+ .2 .2 1.0 .2

I Table CF-I may be used for either simple or complex (wall-by-wall) cases. See example 2 for
chart 5 for use of this table.

TABLE CF-3.-Mutud 8hielding correction to
ground contribution

TABLE CF-2.-'%.shine correction to roof S

contribution ' Width of field (W,) Correction factor (M.) "

Total over- Contami- Decontami-
head ma- nated roof nated roof 0 0. 00

thickness, X. 10 .08
20 .10
50 .20

0 1.15 0.15 100 .40
50 1.08 .08 200 .60

100 1.04 .04 500 .80
200 1.01 .01 1ow .90

Applied to reduction factor from chart 2 (p. 35). 
I

'Table CF-2 is generally used for cursory cheeks 'Table CF-3 in for wall-by-wall calculations. See
only. However, it is also used to evaluate the efficacy example 2 for chart 6 for use of this table. When
of roof decontamination. See examples 4 and 5 for chart a condensed computational form (supp. E) is used,
2 for u. of this table, make the following adjustments In tabular values in the

case of urban buildings (those in areas of predominantly
multistory commercial buildings): Streets on one side,
X 5i; on two sides X %; on three sides, X f. (Streetson all sides, use values "as is.")
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'3 SUPPLEMENT C

BRIEF TABLE OF MASS. THICKNESSES

Thia brief table of mass thicknesses is presented as guidance only. 1n general, it may be assumed
that the weights given for the various types of roof, floor, and wail construction as found in standard
engineering tables are equivalent to the masw thickness of the construction. Publications of the American
Standards Association, the American Institute of Steel Construction, the American Concrete Institute,
and others may be used for this purpose.

Weight Weight
Item Thick ness (maws Item Thiekomw (man.

thick ness) thickne..)

Asbestos: Inhs.61, ft. Concrete-Continued Mass.p
Board------------------- ----------- 2 Cinder ---------------- 4------------2
Corrugated--------------- -------------- 4 0------------ 30
Shingles------------------- 2- -- -- -- -- - -2 8------------ 39

As halt:- 12 ------------ 61

Roofi 3 ply)------------ -------------- 1 Lihwegt---- ------------ 2
Rofing 4 ply and gravel) ----------------- 6 8 ------------- 39Roofing (5 ply and gravel) ----------------- 7 12 ------------ 61

Shingles----------------- -------------- 2 Fiberboard or sheathing-------------------1I
rCk----------y:- - - Glassipanes------------------- 4------------ 3Tiek --------------------------

2------------1-8-10Fing---------------1 Bllock------------------42--------------10
Facing --------------- 42--------------25 Bloard or--heathin-------- -------------- 2
Facing ---------------- 4-------------35 Pardrsetig----%------
Patiio--------------40--------------18 APled iec:
Pa=ttin--------------64-------------28 Aplieddrcl or onlt - %-------- 5-0
Partition ------- ------- 28 Solid ---------- 1 -------------- 8-10

4 P rti!'o ---------- 8 --------- 34 lyw odsheathing ----Partition -------------- 10------------ 40 slate --------------------- 4... 7Shingles --------------- -------------- 10-20 sonl:
84ructural ------------- 8----------42 Clay ------------------------------------- 6-8
Structural ------------- 12 ------------- 58 Loam ------------------ 1 I--------------7-9

Concrete: Sarid and gravel ---------- 1I--------------8-10
Cinder ----------------- 1I--------------9 Steel:
Hlaydite ---------------- 1I--------------8 Plate ------------------- 1I-------------41
Lightweight------------I--- ------------ 6-8 Corrugated sheet --------- 2o0a-------- 2
Reinforced--------------- I------------ 12% Panels ------------------ 16Ga-------- 3
slag ------------------- I--------------10-11 Stone masonry ------------- 1I-------------10-14
Stone or gravel (std. urt.)~ I------------- 12-12% Stucco--------------------- ------------ 5
Block (hollow) Terra cotta --------------- 1--I------------ 5

Stone or gravel (std. wt) 4 -------------- 30 Wood:
6 -------------- 42 Sheathing --------------- 1I--------------2§8 -------------- 55 Shingles ----------------------------
12 ------------- 85 Siding ------------------ 1I--------------1-2%4
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SUPPLEMENT D

Assumptions Used in Development of Procedures for Shielding Calculations

FALLOUT DISTRIBUTION CONTRIBIJTION FROM SOURCES ON THE
Fallout is assumed to be uniformly distriiuted GROUND

over exposed surfaces according to their hori- Barrier Eylect
zontal projections. Fallout on vertical surfaces Calculations are for the penetration of radiation
is not cons'dered. from a semi-infinite plane isotropic source on one

side of a vertical wall to a detector on the otherside. Solutions were obtained by the moments
The energy spectrum of gamma radiation is method.

alssumed to be that from fission products at one
hour after weapon burst. Geometry Effect

Bhin wall, (mass thicknes much less than 40
iATTENUATION factor gives the ratio of the dose rate

It is assumed that the amount of attenuation above a cleared circular area to the dose rate at
by a given barrier depends only on its mass thick- the same heiglh above an infinite plane source.
ness and not on the chemical composition of the Thick wails (mass thickness much greater than
barrier material. 40 psf).-This factor, which depends upon the

SCHEMATIZATION angular distribution of the radiation emerging
from the inner surfaces of the wall, gives the ratio

The basic schematization consists of replacing of the dose rate inside a square building of finite
a structure by another witb the same height but height to that between two infinitely long and
with a square cross-scctional area equal to that of infinitely high vertical slabs of the same wall
the original structure. The roof is replaced by a mass thickness.
circular disk with area equal to that of the build- IValls of intermediate thicknes.-A weighted
ing.

average of the thin wall and thick wall geometry
CONTRIBUTION FROM SOURCES ON THE factors is used. The weighting factors are de-

ROOF termined by the relative amounts of scattered
Barrier fect and unscattered radiation emerging from the

Calculations are for the attenuation of radiation inner surface of the walls. The weighting factors
from an infinite plane isotropic source through an vary with wall thickness.
overhead barrier, using the moments method.
G6ometrj I Reduction Factor .from Ground ontribution

T is g e oThe product of the reduction factors from the
This lacieal barrier effect and the ground geometry

linite disk source to that from an infinite plane
source. The barrier is assumed to be uniformly effect gives the reduction factor for the ground
distributed between source and detector. The contribution.
g, rn etry factor depends on the source geometry
and the angular distribution of radiation at the CNTRIBUTION FROM RADIATION
detector. Since the angular distribution is de- SCATTERED FROM AIR AND GROUND
pendent on the barrier thickness, the geometry A correction for scattered radiation, which
factor is also dependent on barrier thickness. varies with the mass thickness of the walls, is
Reduction Factor from Roof Contribution included in the ground geometry factors for de-

The product of the reduction factor from the tector position below grade. A fraction of 20
roof bRTier effect and the roof geometry effect percent, scattered to total radiation, is assumed
i s the reduction factor for the roof contribution, at 3 feet above an infinite plane isotropic source
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NORMALIZATION OF REDUCTION effects in a qualitative way. More accurate
FACTORS estimates wofdf invdAv a compheated dependence

The tt redudion Jaetor is the ratio of the on other variables.
tioso rate at the detector t, -hat 3 feet above an DETECTOR POSITIONS
infinite mooth plane. It is the suni of roof and For ground fl.-or areas, the detector position
ground reduction factors. is assumed to be 3 feet above ground level at the

(X)RRECTION FACTC RS geometric center of the structure. For basement
areas, the detector position is asumed to be 5

Th3 correction factors presented in the tables feet below the level of the ground floor at the
on pap 44 are intended to correct for several geometric center of the structure,

I _
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IFALLOUT SHELTER SURVEY SUPPLEMENT E
man 1

CONDENSED SHIELDING ANALYSIS

(Aboveground Ar-ax)'

Survey No. By Date______

(1) Roof area __________ f (2) Distance, roof to detector _____ft.

(3) Total overhead mans thickness -psf

(4) Wali moam thickness Pef (5) Apertuires

(6) Roof contribution- (1), (2), and (3), chart 2 ----------------------

(7) (1) and (4), chart 3----------

(8) (1) and 0 psf, ehart 3 ---------------

(0) (7)X(100%-(5)) ---------

(10) (8) X (5)-- - - - - - - - - - - - -

(11) (9) + (0) - - - - - - - - - - - - -

(12) Ground contribution: (11) Xtable CF-3-------------

(13) Reduction factor: (6)+(12) ------------------

(14) Protection factor: reciprocal of (13)---------------

(15) Category of shelter area-- - - - - - - - - - - - - - - - - - -

I This form should be used only for anayses of ground floor areas of buildings with light interior parttlowu.



SUPPLEMENT E FALLOUT SHELTER SlJRVf Y
(Prt 2)

CONDENSED SHIELD)ING ANALYSIS

(Belowgr-untd Areas) I

Survey No. ________-By-- _--Date

(1) Roof area _________-of 2)Distanc. ro, ti ietector

(3) Total overhead mwa 1luckness __ - - -psi

(4) Wwil mass thkicne pof (5) Apt-, Li ____

(6) Codling mass thickness psf

(7) Basement wallniass thi('ktwfss psf (A) Exposure

(9) Roof contribution: (1), (2), and (3), chart 2------------------------ ----.

(I10) (4) X(10% -(5)

(11) (1) and (10), (chart 4-

(12) (6), casw 3, chart I ____-

(13) (11) X (12) -------------------

(14) (1) and (7), duItrt 3 - -- --- --- ---

(15) (14) X (8) - -- - - - - - - - -

(16) (0 3) f (15) - - - - - - - -

(17) G3round contribution: (16) XKtable (CF-). --------------- - -_____

(18) Red~iction factor: (9) + (17)-- --------------- -------------- ______

(19) Protetion factor: reciprocal of (18)-----------

(20) Category of shelter area------------------------------------------_ __

"bk b3"m 9W- uld b* Lued on~ly Aw enaym-s ,f bwmarut an'.. of buldf An with Ugbho ltnio pom~tjna.



SUPPLEMENT E
(Pat 3)

WALL-BY-WALL SHIELDING ANALYSIS
(Aboveground Area)

Srvey No. By Date

Ie ROOF CONTRIBUTIONI GROUND CONTRIBUTION (Aboveground)
(1) At Ar __ __ __

(2) A,- _ -t M_ 2
(3) z x1

(4) .2, K x, (4

(6) __________ 100%Ap _____ .i 6

S T.bl. F- (7)
(0) Xl H

() xc _w_ _, H _

(10)C Ot 2. See _ o_ ,w

(1) O it 2, (5)d(9) Toble CF-3 We ____ 1)
(12) Ckwt 2, (6) oa (9) ) P
(13) (11W -(12 wL _(1

(14) ( (1o [0). 13) pr (14
(15)1 TW*, CF-2 Ogt 3, (I) ad (4 (1)
(16) , (14) x (15s) Cwit 3, (1) .ro (1) 16

Note: (1) x (6) .17)

When Xj Is le than 20 sf, use (16) x (5) x (7) (___ 1
Itees (5) andi (7); _d delete 0
(11), (12) and . (1 u (t a (11) 0 .

Whan X Is greater than 60 psf, use
$tems (6) nd (7); ald dalei. stem
011), (12) =d(03).Ariis gr~ete than 20 peE, butf_______________

e thai 60 pgf, ue Itens (6) ,nd Jg------- (

); and olso comple e steps"(] 1), 
TOW a 1n

12) and (13) o _- T__ l_f _

pa.,001on Feele __ (24Sheiteel Sko Ir

iCeesery(

I

I-I

-- -

+ -'+-51



M iPFLEMENT E

WALL-BY-WALL SHIELINMG ANALYSIS
(loei Am")

Suivey No. By Date

ItROOF CONTRIBUTION GROUNDCONTRIBUTION_(S.l~Ior) b

(1) Air AV _
-z A4 _ _ _N _ _ _ _

(4 Oka 2. K N

(A;_ _ _ _ _ _ _ _ 5

A&_ _ _ _ _ __ _ 7
(51 me_ _ _ _ _ _ _ __ _ _ _ _ _ _ __ _ _ _ _

___ ___ __ 21 (6) ___ (12)

(13D (10)-02) ___ __ __ , 1) wal(41 - (13)

( 101 ( 51 0 (I1I ______ _ om 1, me3. (5) _ __ ____ (14)

(15) rabl.CF-2 (___ ____ g13 (14 _ _ __ _ _ ___ _ __(15)

(__) (1ux(13 O t 3. (1)(A _____ ____)_ (16).

fit), (12) oad (13 ( x x12)

h*=m (6) a (; idelete BIG"

*&Im) X t ft! 2on " "I, I T- ., 6%
oAM a~ "sI. Wew m(w

(12) emd (1:11To &)~ o

ht t e ors (2__

C~(24


